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Hong Kong Fire Services Department 
Written Examination for Registration as Fire Service Installation Contractors Class 3 

 
 

 
Answer ALL questions 

 
 
Each question carries 10 marks 

 
 

1. (A) Where are fire blankets usually installed in? 
  
   

  
 (B) According to the installation requirement, what is the minimum size of a heavy duty 

fire blanket? 
  
   

  
 (C) Describe the maintenance procedures for fire blankets. 
  
   

  
  
2. (A) How is the amount of gas calculated when an automatic BCF fire extinguisher is used 

to protect a small dangerous goods store? 
  
   

  
 (B) When should a carbon dioxide gas cartridge be replaced? 
   
   

  
 (C) Name three types of extinguishers where carbon dioxide gas cartridge can be found. 
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3. (A) How often is hydraulic pressure test required for fire extinguishers? 
  
   

  
 (B) After the maintenance of a fire extinguisher, what kind of information should be 

provided on the maintenance label of the fire extinguisher? 
  
   

  
 (C) Under what circumstances a fire extinguisher cylinder or shell should not be 

hydrostatically tested? 
  
   

  
  
4. Describe the maintenance procedures for “gas-cartridge type” dry powder fire extinguishers.  

What should be noted before recharging these fire extinguishers? 
  
 

 

  
  
5. What types of fire extinguishers are to be selected for protecting Class A and Class B 

hazards? 
  
 A B  
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6. (A) Pursuant to the Fire Service (Installations and Equipment) Regulations, what is meant 

by “portable equipment”? 
  
  ( )  

  
 (B) Under what circumstances “portable equipment” is not required to be maintained, 

inspected or repaired by a registered contractor? 
  
   

  
 (C) What should a registered contractor do after installing, maintaining, repairing or 

inspecting a “portable equipment”? 
  
   

  
  
7. What is the composition of the Disciplinary Board appointed under the Fire Service 

(Installation Contractors) Regulations?  Who will appoint the Chairman of the Disciplinary 
Board? 

  
 ( )

 

  
8. State the different classes of registered contractors under the Fire Service (Installation 

Contractors) Regulations and their scope of works. 
  
 ( )
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9. In accordance with Regulation 3A of the Fire Service (Installation Contractors) Regulations, 

who shall be authorized to sign a certificate issued under Regulation 9 of the Fire Service 
(Installations and Equipment) Regulations?  What should a registered contractor do after 
authorizing a person to sign such a certificate? 

  
 ( ) 3A ( )

9
 

  
  
10. (A) State the Regulation(s) in the Fire Service (Installations and Equipment) Regulations 

governing the approval of “portable equipment”. 
  
  ( )  

  
 (B) State the Regulation(s) in the Fire Service (Installations and Equipment) Regulations 

governing the list of approved “portable equipment”. 
  
  ( )  

  
 
 

 
 

 
 

END OF TEST 

 


